Registration and Qualification Checklist

for 

Loads Providing Balancing Energy Service


· Registration Requirements

· Register with ERCOT as a Resource

· Complete the Resource: Load Acting as a Resource Asset Registration form

· Execute a QSE acknowledgment 

· Metering Requirements

· Must be either Interval Data Recorder (IDR) or ERCOT Polled Settlement (EPS) 

· Telemetry Requirements

· Load MW telemetry on each breaker of LAAR 

    [each registered LAAR may consist of load on multiple breakers; for multiple loads less than 10 MW, then calculated MW is allowed]

· Breaker status [physical breaker status for load greater than 10MW; for breaker load less than 10 MW, then calculated breaker status is allowed]

· Response MW telemetry (non-zero when supplying service)

· LaaR response in QSE’s schedule control error (SCE)

· Qualification Testing

· Provide Actual or Simulated Load Shedding affidavit to ERCOT

· Provide simplified one-line system diagram (include loads, breakers, telemetry points, and settlement metering)

· If simulated test requested, provide proposed test plan for ERCOT’s consideration

· Schedule qualification test (Complete top portion of the Results of Balancing Energy Service Qualification Testing form)

