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1.7.3
Transmission Operator (TO)

Transmission Operators are the subset of Transmission and/or Distribution Service Providers (TDSP) that are charged with continuous communication with ERCOT Control Area Authority (CAA) and carry out Dispatch Instructions directly or on behalf of represented TDSPs.  Transmission Operators shall provide the ERCOT CAA its written backup control plan to continue operation in the event the Transmission Operator’s control center becomes inoperable. 
Each backup control plan shall be reviewed and updated annually and shall meet the following minimum requirements:

· Description of actions to be taken by TO personnel to avoid placing a prolonged burden on ERCOT and other Market Participants.

· Description of specific functions and responsibilities to be performed to continue operations from an alternate location.

· Includes procedures and responsibilities for maintaining basic voice communications capabilities with ERCOT.
· Includes procedures for backup control function testing and the training of personnel.

As an option, the backup plan may include arrangements made with another entity to provide the minimum backup control functions in the event the TO’s primary functions are interrupted.

The Transmission and/or Distribution Service Providers:

· Operate and manage the electric transmission facilities between energy sources and the point of delivery,

· Monitor the loading of their transmission facilities,

· Notify ERCOT CAA of changes to the status of their transmission facilities,

· Maintain operational metering, and

· Implement Black Start.

TDSPs are regulated by the PUCT.
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