[image: image6.png]THE TEXAS CONNECTION




Protocol Revision Request

	PRR Number
	302PRR
	PRR Title
	Calculation of Capacity Payments for Balancing Up Loads 

	Status
	Posted

	Protocol Section Requiring Revision
	Sections 6.8.1.14 and 6.10.5.2

	Requested Resolution
	Revise Baseline Calculation for BUL resources

	Revision Description
	This revision would establish a baseline approach for calculating the BUL capacity payment based on historical data.  The baseline would be based on a 10-day average of actual metered load.  The baseline will be adjusted to actual load in the two hours prior to notice to reflect temperature sensitive load and to address gaming concerns.  The revision also corrects syntax errors in the protocol.

	Reason for Revision
	The existing BUL capacity payment calculation is based on a baseline calculation from the minimum of hour before and after BUL instructions.  Use of load data from after the event to calculate a baseline is unreasonable, and requires participants to base their BUL bids on a to be determined baseline value.  Prospective BULs need to be able to determine their bid based on known historical usage data.  

	Timeline

	Date Received
	11/29/2001

	Date Posted
	11/29/2001

	Comments Due
	12/19/2001

	PRS Review Date
	12/20/2001

	PRS Recommendation
	

	TAC Consideration
	

	Board Consideration
	

	
	


	Proposed Protocol Language Revision


Revise Section 6.8.1.14 with the following changes:

PIP112: Implement entire new section 6.8.1.14 when BUL is implemented.

A QSE that is instructed to deploy Balancing Up – Load shall be paid a capacity payment for the 15-minute interval the instruction is issued and the three subsequent intervals according to the following formulas. A QSE that is instructed to continue to deploy Balancing Up – Load after the first four 15 minute intervals will be paid a capacity payment for each subsequent interval instruction is given to deploy Balancing Up – Load.  The Balancing Up – Load capacity payment is calculated as follows: 

                     PCBULiq
=
-1 * BULiq * (MCPCNSi / 4)

Given:

                     IF  Dynamically Scheduled THEN

                      BULiq
=
MIN(MAX(0, DIBULizq),MAX(0,(AIMLiq –     (BMRiq *  4)),DQiq))

BULiq = MIN(MAX(0,DIBULiq),MAX(0,((BRATiq*AIMLiq)-(BMRiq*4))),DQiq)


ELSE  

          BULiq
=
MIN(MAX(0,(AIMLiq – (BMRiq *  4)) ,DQiq))

BULiq = MIN(MAX(0,((BRATiq*AIMLiq)-(BMRiq*4))),DQiq)

ENDIF
DIBULizq  =  
(MRizq – 
(DSLizq + INSizq + INSewiq + SRSizq)) * 4

AIMLiq    =
MIN(SUM(BMRqip1, BMRqip2, BMRqip3, BMRqip4)



MAX (SUM(BMRqis1, BMRqis2, BMRqis3, BMRqis4), (SUM(BMRqis5, BMRqis6, BMRqis7, BMRqis8), (SUM(BMRqis9, BMRqis10, BMRqis11, BMRqis12), (SUM(BMRqis13, BMRqis14, BMRqis15, BMRqis16))
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Where:

i:
Settlement Interval being calculated

q:
QSE

PCBULiq
Capacity payment for instructed deployment of Balancing Up – Load per Settlement Interval per QSE.

BULiq
Quantity in Megawatts of Balancing Up – Load deployed per Settlement Interval per QSE.

MCPCNSi
Highest Non-Spinning Reserve Service Market Clearing Price of Capacity Costs ($/MW) for the hour of all procurement processes.

BMRiq  
Aggregate of all actual qualified BUL Meter Readings per QSE per Settlement Interval

DQiq
Deployed  BUL Quantity in Megawatts.

AIMLiq        
Representative Average Interval Metered Balancing Up Load during the previous and subsequent Settlement Intervals during the last 10 days.

AMLPiqn
Average Interval Metered Balancing Up Load during the 2 hours prior to the hour of BUL notice in the nth prior day.  Note, that n=0 refers to day of notice.

AMLPBiq       
Average Interval Metered Balancing Up Load from the prior ten days for the 2 hours prior to first BUL instruction.

BMRqimn        
Aggregate of all qualified BUL Meter Readings per QSE q during the mth 15-minute time interval after the Settlement Interval i on the nth day prior to the day of settlement, where the n prior days shall be only weekdays excluding ERCOT-defined holidays if the day of settlement is a weekday, and shall be only weekends and ERCOT-defined holidays if the day of settlement is a weekend.  Days in which BUL instructions occurred are excluded.  

BMRMqin        Sum of the four qualified BUL Meter Readings, BMRqimn, per QSE q during the four 15-minute time interval after and including the Settlement Interval i on the nth day prior to the day of settlement.  

BRATiq
Ratio of average metered load for 2 hours prior to BUL instruction to the Average Interval Metered Balancing Up Load from the prior ten days for the 2 hours prior to first BUL instruction.

BMRqip1        
Aggregate of all qualified BUL Meter Readings per QSE during the 1st  Settlement Interval previous to the first Settlement Interval during which BUL was deployed that Operating Day.

BMRqip2       
Aggregate of all qualified BUL Meter Readings per QSE during the 2nd Settlement Intervals previous to the first Settlement Interval during which BUL was deployed that Operating Day.

BMRqip3        
Aggregate of all qualified BUL Meter Readings per QSE during the 3rd Settlement Intervals previous to the first Settlement Interval during which BUL was deployed that Operating Day.

BMRqip4        
Aggregate of all qualified BUL Meter Readings per QSE during the 4th Settlement Interval previous to the first Settlement Interval during which BUL was deployed that Operating Day.

BMRqis1        
Aggregate of all qualified BUL Meter Readings per QSE during the 1st Settlement Interval one hour after the Settlement Interval during which BUL was recalled that Operating Day.

BMRqis2        
Aggregate of all qualified BUL Meter Readings per QSE during the 2nd Settlement one hour after the Settlement Interval during which BUL was recalled that Operating Day.

BMRqis3        
Aggregate of all qualified BUL Meter Readings per QSE during the 3rd Settlement one hour after the Settlement Interval during which BUL was recalled that Operating Day.

BMRqis4        
Aggregate of all qualified BUL Meter Readings per QSE during the 4th Settlement one hour after the Settlement Interval during which BUL was recalled that Operating Day.

DIBULizq
For QSEs with Dynamically Scheduled Loads, the average power delivered to ERCOT per interval per zone as a result of deploying BUL.

MRizq
Metered Resource Value for that QSE per interval per zone

DSLizq
The integral of the Dynamic Scheduled Load telemetered to ERCOT for that QSE per interval per zone

SRSizq
Static Resource Schedule per interval per zone of that QSE

INSizq
Zonal Balancing Energy instructions given to that QSE per zone per interval

INSewiq
ERCOT-wide Instructions for that QSE per interval

Revise Section 6.10.5.2 with the following changes:

PIP112: Add the following two paragraphs when BUL is implemented:

On deployment of BULs, the QSE shall control its Loads to the difference between its Scheduled power and the BUL instructed amount.  ERCOT, at a time established at their discretion, shall determine the Base Load of the sum of all Loads qualified by the QSE as BUL Resources by obtaining actual meter data from IDR meters or directly from the TDSP who has agreed to supply the data.  The Base Load is determined by the finding the minimum of the average actual metered energy for the four settlement intervals prior to the first Instruction to deploy BUL and the average actual metered energy for the four settlement intervals following one hour after the last Instruction to recall BUL that Operating Day and the quantity (MW) of Balancing Up – Load bid average actual metered energy during the same interval as the instruction to deploy BUL from the previous 10 days.  Days in which BUL instructions occurred during the same interval are ignored. If the instruction to deploy occurs on a weekday, only weekdays are included in the average.  If the instruction to deploy occurs on a weekend, only weekend days and ERCOT-defined holidays are included in the average.  

ERCOT shall also integrate for each Settlement Interval the signal provided by the QSE representing the amount of BUL power deployed. The expected total reduction of Load shall be determined by subtracting the integrated signal for each interval from the Base Load as determined above. Control performance of the QSE providing BUL shall be deemed satisfactory when during the first hour in which BUL is deployed in an Operating Day, the actual metered Load for any Settlement Interval during the hour is equal to or less than the amount of energy expected.  Failure of the QSE to provide satisfactory control performance during the first hour in which BUL is deployed in an Operating Day will cause ERCOT to withhold payments for any capacity provided as BUL for the Operating Day.  Failure to provide at least 90% of the expected total Load during the first hour of deployment will also disqualify those specific Loads and will reduce the amount the QSE is qualified to bid accordingly.  QSEs may apply for re-qualification of a specific load according to Section 6.10.2. Repeated failures of the same Load to perform in three Operating Days in a Calendar Year will result in a 90 day waiting period after which the QSE may apply for re-qualification of the specific Load according to Section 6.10.2. 

	Sponsor

	Name
	Jay Zarnikau on behalf of the Task Force on Demand-Side Resources and Demand Responsiveness

	E-mail Address
	jayz@frontierassoc.com

	Company
	Frontier Associates

	Company Address
	4131 Spicewood Springs Road, Suite O-3; Austin TX 78759

	Phone Number
	512/372-8778

	Fax Number
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