[image: image1.png]THE TEXAS CONNECTION




Operating Guides Revision Request

	OGRR Number
	101-OGRR
	OGRR Title
	Facilities With Federal License

	Status
	Proposed

	Operating Guide Section Requiring Revision
	Section 3.2.4

	Protocol Section Requiring Revision, if any.
	None

	Requested Resolution
	Change ERCOT Operating Guide

	Revision Description
	This revision obligates the ERCOT control area authority and local TDSP to uphold a generating facility’s federal licensing requirements. 

	Reason for Revision
	To ensure that federal licensing requirements are recognized and supported.

	Sponsor

	Name
	James C. Armke

	E-mail Address
	James.Armke@austinenergy.com

	Company
	Austin Energy

	Company Address
	721 Barton Springs Rd, Austin, TX  78704

	Phone Number
	512-322-6705

	Fax Number
	512-322-6602

	

	Timeline

	Date Received
	

	Date Posted
	

	ROS Review Date
	

	ROS Recommendation
	

	Other Subcommittee Consideration
	

	TAC Consideration
	

	Board Consideration
	

	
	


	Proposed Operating Guide Language Revision


3.2.4
Power Generation Companies

This Section defines the minimum requirements for the integration of generation facilities greater than 10 MW into the ERCOT System.

A generation facility shall be defined as any individual generating unit at a plant location that supplies energy to the ERCOT System.

Each generation facility shall meet the following general requirements in order to integrate into the ERCOT System.  

· Physically located in the ERCOT Control Area, 

· Represented by a QSE represented PGC, or directly by a QSE.  

A QSE shall be the reporting entity for a PGC and shall communicate with both ERCOT Control Area Authority and the TDSP maintaining the PGCs connection.

The QSE reporting for a PGC or a generation facility shall provide the following telemeter quantities for generation facilities greater than 10 MW to ERCOT Control Area Authority:

· Generator megawatts, 

· Generator megavars,

· Generator energy (megawatt-hours),

· Substation equipment status, and 

· Voltage where the facility connects to the Transmission Grid 

· The directly connected TDSP may obtain any required data from ERCOT.

These quantities are fully described in Operating Guide 2.

The PGCs reporting QSE shall provide a separate, dedicated and reliable communications voice channel to each of ERCOT Control Area Authority and the directly connected TDSP and reliable data communications to both ERCOT Control Area Authority and the directly-connected TDSP.

The PGCs reporting QSE shall, as a minimum, provide adequate modeling information, as follows:

· Machine impedance and characteristics,

· Excitation system data, governor system constants,

· Transformer impedance, and

· Other relevant information.

This information is necessary to support ERCOT and TDSP’s ability to perform operational and planning studies such as:

· Transient and Dynamic Stability

· Short Circuit

· Load Flow

· Reliability Evaluations

When in operation, the generation facility greater than 10 MW shall be staffed or monitored 24 hours per day, by personnel capable of making operating decisions and possessing the ability to control the generation facility output when requested by the representing QSE or the directly connected TDSP during Black Start procedures.

The generation facility shall perform maintenance, start-up, and operation in a reliable and safe manner consistent with good utility practices.  

The generation facility shall implement the following in a reliable and safe manner and in accordance with the switching procedure of the directly connected TDSP:

· Synchronizing of the generation to the ERCOT system,

· Transmission switchyard switching or clearances.

The operation of a generation facility shall conform to the requirements of ERCOT or NERC Operating Criteria, Guide, or Standard.

The generating facility licensed by a federal regulatory agency shall, through its QSE representative, provide any applicable grid interconnection and performance licensing requirements to ERCOT and the TDSP to which the licensee is connected.  

The TDSP is obligated to incorporate any such licensing requirements into its planning and operations, and the ERCOT control area authority shall support such requirements. Both ERCOT and the TDSP will create necessary procedures for satisfying these requirements. Such procedures will include provisions to notify the facility licensee through its QSE of any requirements that cannot be satisfied.

Any proposal for revision of this Operating Guide and the procedures incorporating the licensee requirements that would diminish the obligation or ability of ERCOT or the TDSP to support these requirements shall be provided to the licensee through its QSE to afford it an opportunity for review and response. Any such proposal that is approved, as a result of which the licensee is required to implement changes to meet its license requirements or to seek amendment to its license, shall become effective no sooner than 6 months following the approval.  
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