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	PRR Title
	Update of ERCOT Protocols to Comply with NERC Name Change
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	July 1, 2007

	Priority & Rank Assigned
	N/A 

	Revision Description
	This Protocol Revision Request (PRR) updates ERCOT Protocol References to reflect the recent NERC name change from North American Electric Reliability Council to North American Electric Reliability Corporation.

	Overall Market Benefit
	This PRR updates the ERCOT Protocols to reflect the NERC name change.  

	Overall Market Impact
	None.

	Credit Impacts:  Has the Credit Workgroup reviewed the PRR?  If so, are there credit impacts? 
	Yes. ERCOT credit staff and the Credit Work Group (CWG) have reviewed PRR711 and do not believe that it requires changes to credit monitoring activity or the calculation of liability.



	Procedural History


	· On 02/12/07, PRR711 and its Impact Analysis (IA) were posted.

· On 03/22/07, the PRS considered this PRR.

	PRS Recommendation
	On 03/22/07, the PRS unanimously voted to recommend approval of PRR711 as submitted.  All Market Segments were present for the vote.

	Summary of PRS Discussion
	On 03/22/07, there was no discussion.
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	Proposed Protocol Language Revision


2.1
Definitions

North American Electric Reliability Corporation
The national organization that is responsible for establishing standards and policies for reliable electric system operations and planning, or its successor.

2.2
Acronyms

NERC
North American Electric Reliability Corporation
4.4.18.1
Control Area Operations

Control Area schedules between the ERCOT Control Area and interconnected non-ERCOT Control Area(s), through the use of schedules over Direct Current Tie(s), will be implemented in accordance with these Protocols, North American Electric Reliability Corporation (NERC) scheduling protocols, and in compliance with NERC operating policies.  Scheduling must also be in accordance with any applicable Federal Energy Regulatory Commission tariffs.

ERCOT will perform schedule confirmation with the applicable interconnected non-ERCOT Control Area(s) and, if appropriate, will coordinate the approval process for the NERC tags as both the ERCOT Control Area and on behalf of ERCOT TSPs.

5.1.2
Operating Guides and North American Electric Reliability Corporation Guidelines

ERCOT will perform all control area functions as defined in the Operating Guides and the North American Electric Reliability Corporation (NERC) guidelines.

5.2
North American Electric Reliability Corporation/ERCOT Tagging Procedures

The QSE will follow all NERC guidelines for tagging of Control Area interchange transactions.  ERCOT will be operated as a single Control Area.  Therefore, no internal ERCOT transactions require tagging.  Only transactions across ERCOT interconnections to SPP, WSCC, or Mexico, will be tagged by the QSE as prescribed in the NERC tagging guidelines.

5.6.1
Introduction

ERCOT, as the single Control Area Operator, is responsible for maintaining reliability in normal and emergency operating conditions.  The Operating Guides are intended to ensure that minimum standards for reliability are maintained. Minimum standards for reliability are defined by the Operating Guides and the North American Electric Reliability Corporation (NERC) standards and include, but are not limited to:

(1)
Minimum operating reserve levels;

(2)
Criteria for determining acceptable operation of the frequency control system;

(3)
Criteria for determining and maintaining system voltages within acceptable limits;

(4)
Criteria for maximum acceptable transmission equipment loading levels; and

(5)
Criteria for determining when ERCOT is subject to unacceptable risk of widespread cascading outages.

In implementing these Protocols, ERCOT shall, to the fullest extent practicable, utilize market tools as prescribed in these Protocols before implementing command and control actions, such as OOMC, OOME, or RMR Service. It is anticipated that, with effective and timely communication, the tools available to ERCOT from the market will avert most threats to the reliability of the ERCOT System. However, these Protocols shall not preclude ERCOT from taking other actions to preserve the integrity of the ERCOT System.

6.1
Ancillary Services Required by ERCOT

ERCOT shall be responsible for developing a daily Ancillary Services Plan with sufficient Ancillary Services (AS) to maintain the security and reliability of the ERCOT System consistent with ERCOT and North American Electric Reliability Corporation (NERC) standards.  The Ancillary Services required by ERCOT are described below.  ERCOT shall procure and deploy Ancillary Services on behalf of QSEs.
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