Sample Nodal Protocol provisions with 
MIS Posting Deadlines or Frequency Requirements
Section 3.1.3.2, Resources
(2) ERCOT shall report statistics monthly on how Resource Planned Outages compare with actual Resource Outages, and post those statistics to the MIS Secure Area.

Section 3.1.5.7, Withdrawal of Approval and Rescheduling of Approved Planned Outages and Maintenance Outages of Transmission Facilities
(1) If ERCOT withdraws approval of Planned Outages and Maintenance Outages of Transmission Facilities, ERCOT shall post notice through the MIS Secure Area as soon as practicable but not later than one hour of the change to inform Market Participants.

Section 3.1.5.13, Transmission Report
ERCOT shall post on the MIS Secure Area:

(a) All proposed Transmission Facilities Outages that have not yet been approved or rejected within one hour of receipt by ERCOT; and

(b) Any approved, accepted or rejected Transmission Facilities Outage within one hour of approval, acceptance or rejection of the Outage.

Section 3.10, Network Operations Modeling and Telemetry
(3) TSPs shall provide ERCOT with equipment ratings and update the ratings as required by ERCOT.  ERCOT shall post all equipment ratings on the MIS Secure Area no later than the day prior to the ratings becoming effective including the identity of the Transmission Element, old rating and new rating, effective date, and a text reason supplied by the appropriate TSP(s) for the rating change.  ERCOT may review and comment on the methodology.  ERCOT shall post all methodologies on the MIS Secure Area within seven days following a change in methodology.
(4) ERCOT must use system ratings consistent with the ratings expected to be used during Real-Time for the system condition being modeled, including Dynamic Ratings using expected temperatures for those system conditions.  For each model, ERCOT shall post ratings and the ambient temperatures used to calculate the ratings on the MIS Secure Area when the model is published.
(8) … ERCOT shall post all [Network Operations Model Change Requests (NOMCRs)] on the MIS Secure Area within five Business Days following receipt of the NOMCR, consistent with CEII standards. …
(10) … ERCOT shall post any changes to an NOMCR on the MIS Secure Area within three Business Days of accepting corrections. …

(11) … Following ERCOT approval, ERCOT shall publish a summary of the NOMCR on the MIS Secure Area.

Section 3.10.7.1, Modeling of Transmission Elements and Parameters
(2) In addition to the Network Operations Model releases described in Section 3.10.1, Time Line for Network Operations Model Change Requests, ERCOT shall provide all names and parameters of all Transmission Elements to Market Participants posted on MIS Secure Area by 0600 each day.
Section 3.10.7.4, Definition of Special Protection Systems and Remedial Action Plans
(3) ERCOT shall post all [Special Protection Systems (SPSs) and Remedial Action Plans (RAPs)] under consideration on the MIS Secure Area within five Business Days of receipt by ERCOT. …  ERCOT shall model, and include in the Security Analysis, approved SPSs and RAPs.  ERCOT shall post on the MIS Secure Area all approved SPSs and RAPs at least two Business Days before implementation, identifying the date of implementation.
Section 4.2.4, ERCOT Notice of Validation Rules for the Day-Ahead
ERCOT shall provide each QSE with the information necessary to pre-validate its data for DAM, including publishing validation rules for offers, bids and trades and posting any software documentation and code that is not Protected Information to the MIS Secure Area within five Business Days after ERCOT receives it.

Section 4.4.9.4.1, Mitigated Offer Cap
(d) The previous 12 months’ capacity factor must be updated by ERCOT by the 20th day of each month using the most recent data for use in the next month.  ERCOT shall post to the MIS Secure Area the capacity factor for each Resource before the start of the effective month.

(e) The process for developing the mitigate offer cap in (a) and (b) above must be described by ERCOT in a procedure approved by the appropriate TAC Subcommittee, and posted to the MIS Secure Area within one Business Day after initial approval, and after each approved change.
Section 5.5.1, Security Sequence
(11) ERCOT may deselect certain contingencies known to cause errors or that otherwise result in inconclusive study output in the RUC. On continued de-selection of contingencies, ERCOT shall prepare an analysis to determine the cause of the error.  ERCOT may use information from the DAM processes as decision support during the Hour-Ahead processes.  ERCOT shall post to the MIS Secure Area any contingencies deselected by ERCOT and must include the reason for removal as soon as practicable, but not later than one hour after deselection.

Section 6.3.4, ERCOT Notification of Validation Rules for Real-Time
ERCOT shall provide each QSE with the information necessary to pre-validate its data for Real-Time operations including publishing validation rules for offers, bids, and trades and posting any software documentation and code that is not Protected Information to the MIS Secure Area within five Business Days after receipt by ERCOT.
