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	Comments


In addition to the comments/suggestions of Reliant, Calpine proposes the following two changes:
1. Specify “Cancelled”/”Completed” Items – ERCOT currently reports Outage status, but these additions will provide greater status detail.  This detail should be reported even if there is no change in status from one update to the next and the status should be available for seventy-two (72) hours following the “Cancelled”/”Completed” posting to ensure the status is recognized by Market Participants.  (Change 24 to 72 so we can see updates/changes that happen in the weekend/holidays on Monday or after the holidays.)
2. Add updates to include information on when a new line is energized so we know when a new line/substation/transformer is in service. 
	Business Case for Proposed System Change




Issue:  

ERCOT’s publication of transmission Outage data can be made more useful to Market Participants through the publication of additional information points already in ERCOT’s database.

Resolution:  

Reliant proposes the publication of the additional information:

Ticket or Tracking Number – ERCOT’s assigned numeric label for each Outage noticed.

Initial Posting Date/Last Revision – Dates will ease tracking of transmission Outage notice changes.

Specify “Cancelled”/”Completed” Items – ERCOT currently reports Outage status, but these additions will provide greater status detail.  This detail should be reported even if there is no change in status from one update to the next and the status should be available for  seventy-two (72) hours following the “Cancelled”/”Completed” posting to ensure the status is recognized by Market Participants.

Indicate “Open”/”Closed” or “Energized”/De-energized” – Addition of this detail will provide current status to Market Participants.  This field should have a value entered and not be left blank.

Voltage Field – This field should have a value entered and not be left blank.

Outaged Station Bus Numbers – Addition of this detail increases information available to Market Participants.  Also, posting of the “from bus number”, “to bus number” and “circuit ID” would provide greater transparency to Market Participants.  Bus numbers and circuit IDs should be consistent with the Steady State Working Group (SSWG) cases.

Outaged Circuit Breakers or Switches – If maintenance on a circuit breaker or switch requires that a transmission line or transformer to be taken out of service, then the line or transformer Outage should be explicitly listed with the circuit breaker or switch mentioned in the “Comments” section.

Expansion of Comment Detail – Details supporting the comments should explicitly include: 1) any non- Transmission and/or Distribution Service Provider (TDSP) request that results in outaging Transmission Facilities (e.g., Texas Department of Transportation (TXDoT), wireless providers, etc.); and 2) the specific Transmission Facilities that need repair.

Frequency of Status Posting - In addition to posting the information, it would enhance Market Participants’ ability to analyze data if Outage status could be recorded daily even if there is no status change.
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