Summary of Protocol Revisions

Effective:  May 1, 2009

Section 1:

PRR775 – Change the name of Emergency Electric Curtailment Plan (EECP) to Energy Emergency Alert (EEA)
This Protocol Revision Request (PRR) changes the name of the Emergency Electric Curtailment Plan (EECP) to Energy Emergency Alert (EEA).  This PRR also changes the defined term “Alert” to “Watch.”
Revised Subsections:  1.3.1.1 [Unboxed due to effective date]
Section 2:

PRR775 – Change the name of Emergency Electric Curtailment Plan (EECP) to Energy Emergency Alert (EEA)
See Section 1 above.
Revised Subsections:  2.1 and 2.2 [Unboxed due to effective date]
Section 5:

PRR775 – Change the name of Emergency Electric Curtailment Plan (EECP) to Energy Emergency Alert (EEA)
See Section 1 above.
Revised Subsections:  5.6.3, 5.6.5, 5.6.6.1, 5.6.6.2, 5.6.7, 5.6.7.1, 5.6.8, 5.7 and 5.8 [Unboxed due to effective date]
Administrative Changes:
Administrative changes were made to change “EECP” and/or “Emergency Electric Curtailment Plan” to “EEA” and/or “Energy Emergency Alert”.   These changes were inadvertently missed in PRR775.  Non-substantive administrative changes were also made such as correcting acronym usage, defined term usage, formatting, and citations.
Revised Subsection: 5.6.6

Section 6:

PRR775 – Change the name of Emergency Electric Curtailment Plan (EECP) to Energy Emergency Alert (EEA)
See Section 1 above.
Revised Subsections:  6.1.13, 6.5.2, 6.5.12, 6.6.7, 6.7.3, 6.7.9, 6.10.2, 6.10.3.2, 6.10.6 and 6.10.13.3 [Unboxed due to effective date]
PRR803 – Revised Implementation Approach for PRR 601
This PRR changes the ramping period for Balancing Energy Service deployment for Base Power Schedule Calculation and Balancing Energy Power Schedule from ten (10) minutes to fourteen (14) minutes. 

Revised Subsections: 6.5.2, 6.8.1.15.3, 6.10.4.2 and 6.10.4.3 [grey-boxed effective upon system implementation]
Administrative Changes:
Non-substantive administrative changes were made such as correcting acronym usage, defined term usage, formatting, and citations.
Revised Subsection: 6.7.1.2, 6.7.2, 6.7.4, 6.7.5 and 6.7.6 
Section 10:

PRR768 - TSP Energy Storage for Reliability (formerly “TDSP Energy Storage for Reliability”)
This PRR inserts new paragraph (6)(c) in Section 10.3.3.1, Data Responsibilities, which clarifies that energy flows, from Transmission Service Provider (TSP) owned battery storage technology, will be treated similarly as substation equipment and therefore the measurement of such flows are not required for settlement.  This new paragraph will be limited to ERCOT Board endorsed TSP reliability projects.
Revised Subsection: 10.3.3.1

Section 18:

PRR789 - Removal of Grey Box Language Related to Lagged Dynamics Load Profiling Due to Unfunded Projects

This PRR removes grey box language related to the use of lagged dynamic samples for new profiles.

Revised Subsection: 18.2.1, 18.2.2 and 18.2.7
PRR790 - Load Profile ID Annual Validation Change Request
This PRR allows for changes in the Annual Validation process timeline due to extreme events.
Revised Subsection: 18.4.2

Section 21:

PRR804 – Revisions to Section 21 Appeal Process
This PRR revises Section 21, Process for Protocol Revision, to provide that if a motion to approve a revision request fails, the revision request shall be deemed rejected by the body considering it and subject to appeal, unless at the same meeting that body later votes to recommend approval of, remand, or refer the revision request.
Revised Subsection: 21.4.3, 21.4.4, 21.4.6, 21.4.7, 21.4.9, 21.4.10, 21.4.11.1, 21.4.11.2, 21.4.11.3, 21.8.3, 21.8.4, 21.8.7, 21.8.8, 21.8.9, 21.8.10, 21.8.12, 21.8.12.1, 21.8.12.2, 21.8.12.3, 21.11.3.3, 21.11.3.4, 21.11.3.6, 21.11.3.7, 21.11.3.8, 21.11.3.9 and 21.11.3.10 
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