Summary of Planning Guide Revisions

Effective:  June 1, 2022

Section 4:

PGRR095 – Establish Minimum Deliverability Criteria

This Planning Guide Revision Request (PGRR) establishes minimum deliverability criteria for Resources that are located within the ERCOT System and whose output is primarily within ERCOT’s control, through Dispatch Instructions, over the entire real power capability range of each Resource.
Revised Subsection:  4.1.1.7 (new) [unboxed due to system implementation]
PGRR098 – Consideration of Load Shed in Transmission Planning Criteria

This Planning Guide Revision Request (PGRR) adds language to the existing reliability performance criteria to allow a corrective action plan to be developed under certain outage scenarios.
Revised Subsections:  4.1.1.1 [effective upon system implementation] and 4.1.1.8 (new) [effective January 1, 2024]

Section 6:

PGRR096 – Achieve Consistent Representation of Distributed Generation in Steady-State Models

This Planning Guide Revision Request (PGRR) establishes requirements for the consistent representation of Distribution Generation Resources (DGRs), Distribution Energy Storage Resources (DESRs), Settlement Only Distribution Generators (SODGs), and unregistered Distributed Generation (DG) in steady-state base cases.


Revised Subsection:  6.1
PGRR098 – Consideration of Load Shed in Transmission Planning Criteria

See Section 4 above.
Revised Subsection:  6.10 [effective upon system implementation] 
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