Summary of Planning Guide Revisions

Effective:  August 1, 2024
Section 3:
PGRR113 – Related to NPRR1198, Congestion Mitigation Using Topology Reconfigurations 
This Planning Guide Revision Request (PGRR) provides  that ERCOT will first consider transmission needs without Constraint Management Plan (CMP) actions in its Regional Transmission Plan studies, and will then only model a CMP in the Regional Transmission Plan in certain limited circumstances.  A CMP will not be planned to resolve a planning criteria performance deficiency unless it is expected that system conditions will change such that the CMP will no longer be needed within the next five years. 

Revised Subsection:  3.1.4.1.1 [effective upon system implementation of NPRR1198]
Section 4:
PGRR098 – Consideration of Load Shed in Transmission Planning Criteria 
This Planning Guide Revision Request (PGRR) adds language to the existing reliability performance criteria to allow a corrective action plan to be developed under certain outage scenarios. 

Revised Subsection:  4.1.1.1 [unboxed due to system implementation]
PGRR113 – Related to NPRR1198, Congestion Mitigation Using Topology Reconfigurations 
See Section 5 above. 

Revised Subsection:  4.1.1.2 [effective upon system implementation of NPRR1198]
Section 5:
PGRR112 – Dynamic Data Model and Full Interconnection Study (FIS) Deadline for Quarterly Stability Assessment
This Planning Guide Revision Request (PGRR) establishes requirements for Interconnecting Entities (IEs) to submit dynamic data models and for Transmission Service Providers (TSPs) to submit final Full Interconnection Studies (FISs) for approval at least 45 days prior to the quarterly stability assessment deadline.  Projects will not be qualified for the quarterly stability assessment if dynamic data models and final FISs are submitted less than 45 days prior to the deadline.  This PGRR also establishes that an IE must notify ERCOT and lead TSP(s) of changes to FIS assumptions that occur after FIS completion and before Initial Synchronization.  It further clarifies that ERCOT shall not include a Generation Resource or Settlement Only Generator (SOG) in a quarterly stability assessment if certain requirements are not met prior to the quarterly stability assessment deadline.  ERCOT will be required to notify a Generation Resource or SOG if it is ineligible be included in a quarterly stability assessment for which it has timely submitted data.
Revised Subsections:  5.3.2.5 and 5.3.5 [effective on December 1, 2024]
PGRR114 – Related to NPRR1212, Clarification of Distribution Service Provider’s Obligation to Provide an ESI ID 
This Planning Guide Revision Request (PGRR) clarifies that, before ERCOT approves Initial Energization for a project that will consume Load other than Wholesale Storage Load (WSL) and that is not behind a Non-Opt-In Entity (NOIE) tie meter, the Distribution Service Provider (DSP) must provide ERCOT with Electric Service Identifier(s) (ESI ID(s)) for the project and these ESI ID(s) must be established in the ERCOT Settlement system in a state that allows for the Load to be properly settled to the appropriate Qualified Scheduling Entity (QSE).
Revised Subsection:  5.5
Section 6:
PGRR098 – Consideration of Load Shed in Transmission Planning Criteria 
See Section 4 above. 
Revised Subsection:  6.10 [unboxed due to system implementation]
Administrative Changes:

Non-substantive administrative changes were made such as spelling corrections, formatting, and correcting Section numbering and references.
Revised Subsections:  4.1.1.1, 4.1.1.2 and 5.3.5  
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