Summary of Planning Guide Revisions

Effective:  December 1, 2025
Section 3:
PGRR129 – Establish Grid Reliability and Resiliency Assessment (GRRA) Posting Requirements
This Planning Guide Revision Request (PGRR) establishes requirements for posting versions of the Grid Reliability and Resiliency Assessment (GRRA) and updates the list that illustrates data sets and classifications in paragraph (2) of Section 7.1, Planning Data and Information.
Revised Subsection:  3.1.1.6 [effective upon implementation]
Section 5:
PGRR120 – SSO Risk Reduction for Generator Interconnection
This Planning Guide Revision Request (PGRR) prevents generators from interconnecting to the ERCOT Transmission Grid if the generator would be radial to a series capacitor under N-1 conditions.  
Revised Subsections:  5.2.10 (new) and 5.3.1
Section 6:
PGRR121 – Related to NOGRR272, Advanced Grid Support Requirements for Inverter-Based ESRs
This Planning Guide Revision Request (PGRR) establishes model quality test and unit model validation requirements for inverter-based Energy Storage Resources (ESRs) with a Standard Generation Interconnection Agreement (SGIA) executed on or after April 1, 2026.
Revised Subsection:  6.2
Section 7:
PGRR129 – Establish Grid Reliability and Resiliency Assessment (GRRA) Posting Requirements
See Section 3 above.
Revised Subsection:  7.1 [effective upon implementation]
Administrative Changes:

Non-substantive administrative changes were made such as spelling corrections, formatting, and correcting Section numbering and references.

Revised Subsections:  5.2.11 
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