Summary of Planning Guide Revisions

Effective:  December 15, 2025
Section 2:
PGRR115 – Related to NPRR1234, Interconnection Requirements for Large Loads and Modeling Standards for Loads 25 MW or Greater 

This Planning Guide Revision Request (PGRR) creates a new process for studying the reliability impacts of all Large Loads as defined in Nodal Protocol Revision Request (NPRR) 1234, Interconnection Requirements for Large Loads and Modeling Standards for Loads 25 MW or Greater, seeking to interconnect to the ERCOT System, describes these studies in detail, establishes timelines for the review of these studies and the completion of other steps in the interconnection process, requires all Large Loads evaluated via the Large Load Interconnection Study (LLIS) to be included in the existing quarterly stability assessment prior to Initial Energization, adds additional reliability performance criteria for the inclusion and evaluation of Large Loads in planning studies, and adds requirements that must be met prior to including a Large Load in the ERCOT Network Operations Model, and establishes required interconnection equipment for both Generation Resources and Large Loads.

Revised Subsection:  2.1 [partially unboxed due to system implementation]
Section 4:
PGRR115 – Related to NPRR1234, Interconnection Requirements for Large Loads and Modeling Standards for Loads 25 MW or Greater 

See Section 2 above.
Revised Subsections:  4.1.1.1 and 4.1.1.2 [partially unboxed due to system implementation]
Section 5:
PGRR115 – Related to NPRR1234, Interconnection Requirements for Large Loads and Modeling Standards for Loads 25 MW or Greater 

See Section 2 above.
Revised Subsection:  5.3.5 [partially unboxed due to system implementation]
Section 6:
PGRR115 – Related to NPRR1234, Interconnection Requirements for Large Loads and Modeling Standards for Loads 25 MW or Greater 

See Section 2 above.
Revised Subsections:  6.6 (new), 6.6.1 (new), 6.6.2 (new), 6.6.3 (new) and 6.10  [partially unboxed due to system implementation]
Section 9:
PGRR115 – Related to NPRR1234, Interconnection Requirements for Large Loads and Modeling Standards for Loads 25 MW or Greater 

See Section 2 above.
Revised Subsections:  9 (new), 9.1 (new), 9.2 (new), 9.2.1 (new), 9.2.2 (new), 9.2.3 (new), 9.2.4 (new), 9.2.5 (new), 9.3 (new), 9.3.1(new), 9.3.2 (new), 9.3.3 (new), 9.3.4 (new), 9.3.4.1 (new), 9.3.4.2 (new), 9.3.4.3 (new), 9.4 (new), 9.5 (new), 9.5.1 (new), 9.5.2 (new) and 9.6(new) [partially unboxed due to system implementation]
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