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5.5
Supervise Coordination with SPP, MISO and CENACE

Procedure Purpose:  To ensure proper notification and coordination takes place.
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	Step
	Action

	NOTE
	The ERCOT ISO is only connected to another RC through asynchronous ties.  The coordination and communication that must take place with SPP, MISO and CENACE is outlined below.  It is the responsibility of the Shift Supervisor to ensure this coordination takes place.

· DC-Tie Tagging Activities

· EEA Levels

· Outages on DC-Ties

· BLT’s

· Switchable Generation

· ERCOT System Blackout

Communications with CENACE will be coordinated through AEP Corpus for the Eagle Pass and Laredo DC-Tie and ONCOR DC Tie Desk for the Railroad DC-Tie.

	DC-Ties
	Confirm that the DC Tie schedules and E-Tags were properly verified. Ensure that the “after-the-fact checkout” is performed each night and e-mailed to the appropriate entities as outlined in the DC-Tie Procedures.

	EEA
	ERCOT’s EEA status must be communicated to the SPP Reliability Coordinator (Turret phone button labeled SPP RC) as outlined in the DC-Tie procedures.  ERCOT may notify the SPP Reliability Coordinator (Turret phone button labeled SPP RC) and/or MISO Reliability Coordinator (Turret phone button labeled MISO RC) when there is an increased risk of entering into an EEA.  Refer to Switchable Generation Resource (SWGR) procedure below and the Reliability Unit Commitment (RUC) Desk Procedure SWGRs using EMR Status.

	Outages
	All planned and forced outages that affect the DC-Ties shall be coordinated with the Tie Operator(s) and SPP (if SPP DC-Ties affected).  A message must also be posted on the MIS Public using Notice Builder for planned outages on any commercial DC-Ties.  

	BLT
	Notify the SPP or MISO Reliability Coordinator when a BLT is initiated between ERCOT and SPP or MISO, as outlined in the Transmission & Security procedures.

	Switchable Generation Resource 

	NOTE
	Switchable Generation Resource (SWGR) can be connected to either the ERCOT grid or MISO or SPP.  ERCOT has coordination agreements with both SPP and MISO, if any entity enters or foresees entering into an emergency, the RC with the emergency can request help to mitigate the emergency.  This help will consist of requesting one or more SWGRs to switch into the grid with the emergency.  

	1
	IF:

· ERCOT notifies MISO or SPP to request one or more SWGRs be switched into ERCOT and MISO or SPP releases the SWGR to ERCOT;

THEN:

· Coordinate with the RC and the QSE for the SWGR to become available to the ERCOT Grid.
Typical Script to RC:

“This is ERCOT Operator [first and last name].  At [xx:xx], ERCOT declared [EEA 1 / anticipated Emergency Condition], ERCOT requests [specific SWGR] to be released for operations into ERCOT.  ERCOT anticipates the Emergency Condition to last approximately [time].”
[RC] please repeat this back to me.”

If repeat back is CORRECT, “That is correct, thank you.”

If INCORRECT, repeat the process until the repeat back is correct.

	2
	IF:

· MISO or SPP call to request one or more SWGR be switched into them;

THEN:

· Within one hour, determine that releasing the SWGRs does not cause an Adverse Reliability Impact for ERCOT.  

Typical Script for Adverse Reliability Impact for ERCOT:
“This is ERCOT Operator [first and last name].  At [xx:xx], ERCOT determined the release of [specific SWGR] would cause an [Adverse Reliability Impact] for ERCOT.  ERCOT denies the release of [specific SWGR] for operations into [RC region].”
[RC] please repeat this back to me.”

If repeat back is CORRECT, “That is correct, thank you.”

If INCORRECT, repeat the process until the repeat back is correct.
IF:

· No Adverse Reliability Impacts;

THEN:

· Notify the RC and the QSE for the SWGR that the SWGR is released to switch to the other RC Area for purposes of addressing an actual or anticipated emergency identified by the other RC.

Typical Script for release:
“ERCOT releases [specific SWGR] to be switched for operations into [RC region].  ERCOT will notify the [specific SWGR] they are under the control of the [RC region].”
[RC] please repeat this back to me.”

If repeat back is CORRECT, “That is correct, thank you.”

If INCORRECT, repeat the process until the repeat back is correct.

	3
	IF:
· MISO or SPP calls to request one or more Primary System Operator SWGRs be switched; and 

· The Primary System Operator experiences an Emergency Condition and recalls the SWGR;

THEN:
· The Secondary System Operator will release the SWGR as soon as possible, even if doing so would require controlled load shed. 
Typical Script for Release for ERCOT:
“This is ERCOT Operator [first and last name].  At [xx:xx], ERCOT will implement actions to manage transmission congestion and capacity without the [specific SWGR] and release the Primary System Operator SWGRs at [xx:xx].”
[RC] please repeat this back to me.”

If repeat back is CORRECT, “That is correct, thank you.”

If INCORRECT, repeat the process until the repeat back is correct.
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